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ASOS V2.79X SoftwareASOS V2.79X Software

• V2.79X corrects TTR 210: V2.79V Did Not 
Generate “F” Flag when IFW Sensors 
Thermistor Failed 
– V2.79X correctly generates a “F” flag and $ 

for failed IFW Thermister on maintenance 
page
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AWPAG IFW V4.54 Firmware AWPAG IFW V4.54 Firmware 
UpgradeUpgrade

• IFW firmware V4.54 Corrects latent defect 
with IFW heater problems where sensor 
doesn’t send “Failed” flag or System Log 
error message to ASOS
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OT&E Sites with V2.79X and IFW V4.54 OT&E Sites with V2.79X and IFW V4.54 
Firmware Installed (7/6/09 Firmware Installed (7/6/09 –– 7/16/09)7/16/09)

• CMH – Columbus, OH 
• ROA – Roanoke, VA
• GUY – Guymon, OK
• PHX – Phoenix, AZ
• JKL – Jackson, KY
• ITO – Hilo, HI
• ANJ – Sault Ste. Marie, MN
• CAR – Caribou, ME
• FAI – Fairbanks, AK
• KNBC – Beaufort Marine Air Station, SC 
• OXR – Oxnard, CA
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OT&E V2.79X Software and IFW V4.54 OT&E V2.79X Software and IFW V4.54 
Firmware OT&E StatusFirmware OT&E Status

• No TTR’s written and no issues reported 
for V2.79X software or IFW V4.54 
firmware

• Recommend fielding V2.79X software and 
IFW V4.54 firmware 


	OT&E TRG “Wrap-Up”�For the�V2.79X ACU Software IFW V4.54 Firmware Upgrade 
	ASOS V2.79X Software
	AWPAG IFW V4.54 Firmware Upgrade
	OT&E Sites with V2.79X and IFW V4.54 Firmware Installed (7/6/09 – 7/16/09)
	OT&E V2.79X Software and IFW V4.54 Firmware OT&E Status

